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1. NATURE AND PURPOSE OF RECOMMENDATIONS  

Technical Recommendation is a voluntary document confirming preliminary tests performed  
on walls made of construction elements in SYSTEM 3E EKO+ technology and confirming  
the suitability of those elements for use in general construction and their compliance with  
the principles of technical knowledge.  
 
2. SUBJECT OF THE TECHNICAL RECOMMENDATION  

The subject of this technical recommendation is a system of prefabricated structural elements 
made in SYSTEM 3E EKO+ technology. The elements are intended for erecting load-bearing  
and non-bearing structures in single- and multi-family dwellings. Structural elements are made 
of lightweight concrete in shapes and dimensions according to technical drawings available  
in technical documentation regarding the product of interest: Declaration of Performance S3E 
EKO+ [1-70].  
 
The system comprises of 70 types of elements grouped according to their purpose [71-72], 
including:  

Ø lower elements:  S0	200 WP, S0	200 W, S0/2 200 W, S0/2	200 P, S0	250 
WP, S0	250 W, S0/2 250 W, S0/2	250 P, S0	300 WP, 
S0	300 W, S0/2 300 W, S0/2	300 P 
 

Ø basic elements:  S1 WP, S1 W, S1/2 W, S1/2 P  

Ø upper elements: SZ/EO WP, SZ/EO W, SZ/2 W, SZ/2 P, SZ/EO 200 WP, 
SZ/EO 200 W, SZ/2 200 W, SZ/2 200 P, EWN WPL, EWN 
WL, EWN WPP, EWN WP 
 

Ø lintel/window elements: EN WP, EN W, EN/2 W, EN/2 P, EPN WPP, EPN WP, EPN 
WPL, EPN WL, EO/2 WPL, EO/2 WPP, EO/2 WP, EO/2 200 
WPL, EO/2 200 WPP, EO/2 200 WP 
 

Ø corner elements:  SNL, SNL/2, SNP, SNP/2, ENP, ENL, SZL, SZP, EWNL, 
EWNP, EO/2 PT, EO/2 PL, EO/2 LT, EO/2 LP, EO/2 200 PT, 
EO/2 200 PL, EO/2 200 LT, EO/2 200 LP  
 

Ø complementary elements: ST W, ST P, EU 200 WP, EU 200 W, EU/2 200 W, EU/2 
200 P, EU 150 WP, EU 150 W, EU/2 150 W, EU/2 150 P  
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3. PURPOSE, SCOPE AND CONDITIONS OF USE 

3.1. Purpose  

SYSTEM 3E EKO+ elements are standardised as aggregate concrete masonry units (with 
lightweight aggregates) according to the European standard EN 771-3:2011+A1:2015 [79]. S3E 
elements are intended for the construction of internal and external building partitions  
and for the construction of load-bearing structures and non-bearing structures.  
 

3.2 Scope of application  

SYSTEM 3E is designed for construction of wall structures in single-family, multi-family  
and collective residential buildings, public utility buildings and industrial buildings.  
 

3.3 Conditions of use  

SYSTEM 3E structural elements should be used in accordance with the Technical Product Data 
Sheet [71] and on the basis of the design documentation for the given building developed taking 
into account the applicable national standards and regulations. Design and static calculations 
of structures from SYSTEM 3E EKO+ elements should be carried out in accordance with the set 
of Eurocode 6 standards and/or their national interpretations and attachments, using  
the technical parameters listed in Sections 4 and 5.  
  
4. PERFORMANCE CHARACTERISTICS  

The performance of structural elements in SYSTEM 3E technology is given in Table 1.  
The following values are available in the Declaration of Performance DoP/I/01/21 [1-70].   
 
Table 1. Declared performance for finished product of category I of the DoP/I/01/21 [1-70]. 

        No Essential characteristics 
Performance 

characteristics Reference method according to 

1 Dimensions  
Dimensions  as in DoP 

EN 772-16 
Tolerance category   D4 

2 Flatness of bed faces £ 1.0 mm EN 772-20 

3 Plane parallelism of bed faces £ 1.0 mm EN 772-16 

4 Shape and features as in DoP 
PN-EN 772-2, PN-EN 772-16, 

PN-EN 772-20 

5 Density 310±10% kg/m3 EN 772-13 

6 
Characteristic unit compressive 
mechanical strength (┴ to the laying 
surface) 

³ 1.5 N/mm2 PN-EN 772-1, PN-EN 772-6 
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7 Water absorption after 10': £40 g/m2 * s0.5 EN 772-11 

8 Moisture movement £  0.30 mm/m EN 772-14 

9 Reaction to fire A1 EN 13501-1 

10 Thermal conductivity coefficient (l ) 0.072±0.003 W/m×K PN ISO 8301 to EN 1745 

11 Water vapour permeability (μ) £ 15 PN-EN ISO 12572 

12 Freeze/thaw resistance (20 cycles) No damage EN 772-18 

Source: Declaration of Performance No. DoP S3E EKO+ 

 
5. TECHNICAL SPECIFICATIONS   

Characteristic technical parameters have been collected on the basis of tests carried out for 
model structures in S3E technology [73-78] and using valid European test standards [79-83]. 
Below are the recommended technical parameters to be used in the design and static 
calculations of structures in reference to European standards, including Eurocode 0: Basis  
of Structural Design [84], Eurocode 6: Design of masonry structures [85], Eurocode 8: Design  
of structures for earthquake resistance [86] and their national interpretations with attachments 
in the country of use.   
 

5.1. Compressive strength for S3E EKO+ construction  

The following values of technical parameters, determined experimentally according to PN EN 
1051-1 test standard [73, 80], should be adopted for the calculation of the compressive strength  
of masonry:  

Ø average compressive strength of masonry: fm,n= 1,06 N/mm2 

Ø characteristic compressive strength of masonry: fk = 1,00 N/mm2 

The value of the characteristic compressive strength (fk) given above should be used  
to determine the design strength of the masonry (fd).  

In addition, the partial material factor of gM equal to 2.0 when the masonry work is carried out  
by a properly trained team under supervision and the quality of the work is controlled  
by a suitably qualified person independent of the contractor, or 2.2 when the above conditions 
are not fulfilled. In the case of structures extending up to 10 cm beyond the outline  
of the foundations, the values of average and characteristic strength specified above must  
be taken.  
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Ø Poisson's ratio: nmn = 0,35 

Ø average modulus of elasticity of masonry: Emn = 193 N/mm2 

Ø elasticity characteristic of masonry: KE = 193 N/mm2 

The average modulus of elasticity (Emn) and the elasticity characteristic (KE) were determined 
according to PN EN 1052-1 [80] based on 1/3 of the compressive strength of a given test wall 
element. The adopted assessment methodology does not provide for the actual loading 
conditions of the structure, which in the case of S3E technology results in additional vertical 
deformations caused by the mutual fit of the stacked elements. In the case of loaded masonry 
structures (ceiling, reinforced concrete tie beam, additional storeys, roof structure), which  
are the main purpose of the S3E EKO+ technology, the modulus of elasticity of masonry should 
be determined́ from the formula characteristic for cellular concrete masonry or other masonry 
elements made on mortar at fm < 5 MPa [80], according to the following formula:  

E = 600 fk 

5.2. Bending strength of construction using S3E EKO+ technology  

The following values of technical parameters, determined experimentally according to PN EN 
1052-2 test standard [74, 81], should be taken for the calculation of the bending strength  
of masonry: 
 

Ø characteristic value of the tensile strength (when the upper edge is restrained)  

at bending in the case of failure in the perpendicular plane: Fxk^ = 0,11 N/mm2 

Ø characteristic value of the tensile strength (when the upper edge is restrained)  

at bending in the case of failure in the parallel plane: Fxk|| = 0,31 N/mm2 

 
5.3. Shear strength of S3E EKO+ construction  

The following values of technical parameters determined experimentally according to PN EN 
1052-3 test standard [75, 82] should be adopted for the calculation of the shear strength of 
masonry: 
 

Ø determined shear strength of masonry units: Fv0 = 0.09 N/mm2 
Ø characteristic shear strength of masonry: Fvk= 0.07 N/mm2 

 



 

SYSTEM 3E S.A. z siedzibą w Warszawie przy Rondzie ONZ 1, 00-124 Warszawa, wpisaną do rejestru przedsiębiorców Krajowego Rejestru Sądowego prowadzonego przez 
Sąd Rejonowy dla m. st. Warszawy w Warszawie, XII Wydział Gospodarczy KRS pod numerem KRS 0000687344, NIP 5223096436, REGON 367862355 kapitał zakładowy 
1.661.159,00 zł (słownie: jeden milion sześćset sześćdziesiąt jeden tysięcy sto pięćdziesiąt dziewięć złotych 00/100) opłacony w całości. 
  

5.4. Acoustic properties  

SYSTEM 3E EKO+ elements can be used in accordance with the requirements concerning 
acoustic insulation in buildings and in dependence on the national provisions and regulation. 
Acoustic parameters characteristic for partitions made in SYSTEM 3E EKO+ technology have 
been determined experimentally [76, 77, 83]. Based on the research, single-weighted sound 
insulation index Rw, spectral adaptation indices C and Ctr were determined, these results were 
used later to calculate single-weighted assessment indices of sound insulation RA.1 and RA.2. The 
values are summarised in Table 2. In the case when a wall is not plastered (1) and covered with 
traditional cement-lime plastering with 1 cm thickness on both sides (2).  
 
Table 2. acoustic insulation properties of a partition made of S3E elements with a thickness  
of S3E elements with a thickness of 35.2 cm based on laboratory tests.  

No 
Specific sound insulation, frequency range 100-5000 Hz 

Rw (C, Ctr), dB RA,1, dB RA,2, dB 

1 45 (-1;-4) 44 41 
2 45 (-1;-4) 44 41 

Source: Sound insulation determined in accordance with EN ISO 10140-2:2011 [76, 77] 

 
5.5 Fire resistance class   

Fire resistance of load-bearing walls made in SYSTEM 3E EKO+ technology was determined 
according to EN 1365-1 test standard at 100% calculated load (ca. 170 kN/m). Partitions in S3E 
technology were classified according to the fire classification scheme below [78]:  
 

REI 240 + M 
 

(R - fire load bearing, E - fire integrity, I - fire insulation and M - mechanical resistance)  
 
The design of partitions with adequate fire resistance class should be carried out in accordance  
with the national requirements for fire resistance class of fire separation elements  
in the country in use.  
 

 
  



 

SYSTEM 3E S.A. z siedzibą w Warszawie przy Rondzie ONZ 1, 00-124 Warszawa, wpisaną do rejestru przedsiębiorców Krajowego Rejestru Sądowego prowadzonego przez 
Sąd Rejonowy dla m. st. Warszawy w Warszawie, XII Wydział Gospodarczy KRS pod numerem KRS 0000687344, NIP 5223096436, REGON 367862355 kapitał zakładowy 
1.661.159,00 zł (słownie: jeden milion sześćset sześćdziesiąt jeden tysięcy sto pięćdziesiąt dziewięć złotych 00/100) opłacony w całości. 
  

REPORTS, STANDARDS AND DOCUMENTS USED 
6.1 Documents and test reports  

[1] Declaration of Performance S3E EKO+/S0	200 WP/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0	200 WP 

[2]  Declaration of Performance S3E EKO+/S0	200 W/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0	200 W  

[3] Declaration of Performance S3E EKO+/S0.2	200 W/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0/2	200 W 

[4] Declaration of Performance S3E EKO+/S0.2	200 P/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0/2	200 P 

[5] Declaration of Performance S3E EKO+/S0	250 WP/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0	250 WP 

[6]  Declaration of Performance S3E EKO+/S0	250 W/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0	250 W  

[7] Declaration of Performance S3E EKO+/S0.2	250 W/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0/2	250 W 

[8] Declaration of Performance S3E EKO+/S0.2	250 P/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0/2	250 P 

[9] Declaration of Performance S3E EKO+/S0	300 WP/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0	300 WP 

[10]  Declaration of Performance S3E EKO+/S0	300 W/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0	300 W  

[11] Declaration of Performance S3E EKO+/S0.2	300 W/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0/2	300 W 

[12] Declaration of Performance S3E EKO+/S0.2	300 P/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S0/2	300 P 

[13] Declaration of Performance S3E EKO+/S1 WP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S1 WP 

[14]  Declaration of Performance S3E EKO+/S1 W/I/01/23. Masonry element from aggregated concrete (with 
lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S1 W  

[15] Declaration of Performance S3E EKO+/S1.2 W/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S1/2 W 

[16] Declaration of Performance S3E EKO+/S1.2 P/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: S1/2 P 

[17] Declaration of Performance S3E EKO+/SZ.EO WP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZ/EO WP 

[18] Declaration of Performance S3E EKO+/SZ.EO W/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZ/EO W 

[19] Declaration of Performance S3E EKO+/SZ.2 W/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZ/2 W 

[20] Declaration of Performance S3E EKO+/SZ.2 P/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZ/2 P 
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[21] Declaration of Performance S3E EKO+/SZ.EO 200 WP/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZ/EO 200 
WP 

[22] Declaration of Performance S3E EKO+/SZ.EO 200 W/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZ/EO 200W 

[23] Declaration of Performance S3E EKO+/SZ.2 200 W/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZ/2 200 W 

[24] Declaration of Performance S3E EKO+/SZ.2 200 P/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZ/2 200 P 

[25] Declaration of Performance S3E EKO+/EN WP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EN WP 

[26] Declaration of Performance S3E EKO+/EN W/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EN W  

[27] Declaration of Performance S3E EKO+/EN.2 W/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EN/2 W  

[28] Declaration of Performance S3E EKO+/EN.2 P/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EN/2 P  

[29] Declaration of Performance S3E EKO+/EPN WPP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EPN WPP  

[30] Declaration of Performance S3E EKO+/EPN WP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EPN WP 

[31] Declaration of Performance S3E EKO+/EPN WPL/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EPN WPL 

[32] Declaration of Performance S3E EKO+/EPN WL/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EPN WL 

[33] Declaration of Performance S3E EKO+/EWN WPP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EWN WPP 

[34] Declaration of Performance S3E EKO+/EWN WP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EWN WP 

[35] Declaration of Performance S3E EKO+/EWN WPL/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EWN WPL 

[36] Declaration of Performance S3E EKO+/EWN WL/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EWN WL 

[37] Declaration of Performance S3E EKO+/EO.2 WPP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 WPP  

[38] Declaration of Performance S3E EKO+/EO.2 WPL/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 WPL  

[39] Declaration of Performance S3E EKO+/EO.2 WP/I/01/23. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 WP  

[40] Declaration of Performance S3E EKO+/EO.2 200 WPP/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 200 
WPP  
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[41] Declaration of Performance S3E EKO+/EO.2 200 WPL/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 200 
WPL  

[42] Declaration of Performance S3E EKO+/EO.2 200 WP/I/01/23. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 200 WP  

[43]  Declaration of Performance S3E EKO+/SNL/I/01/21. Masonry element from aggregated concrete (with 
lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SNL 

[44]  Declaration of Performance S3E EKO+/SNL.2/I/01/21. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SNL/2 

[45]  Declaration of Performance S3E EKO+/SNP/I/01/21. Masonry element from aggregated concrete (with 
lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SNP 

[46]  Declaration of Performance S3E EKO+/SNP.2/I/01/21. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SNP/2 

[47]  Declaration of Performance S3E EKO+/SZL/I/01/21. Masonry element from aggregated concrete (with 
lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZL 

[48]  Declaration of Performance S3E EKO+/SZP/I/01/21. Masonry element from aggregated concrete (with 
lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: SZP 

[49]  Declaration of Performance S3E EKO+/ENP/I/01/21. Masonry element from aggregated concrete (with 
lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: ENP 

[50]  Declaration of Performance S3E EKO+/ENL/I/01/21. Masonry element from aggregated concrete (with 
lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: ENL 

[51]  Declaration of Performance S3E EKO+/EWNP/I/01/21. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EWNP 

[52]  Declaration of Performance S3E EKO+/EWNL/I/01/21. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EWNL 

[53]  Declaration of Performance S3E EKO+/EO.2 PT/I/01/21. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 PT 

[54]  Declaration of Performance S3E EKO+/EO.2 PP/I/01/21. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 PP 

[55]  Declaration of Performance S3E EKO+/EO.2 LT/I/01/21. Masonry element from aggregated concrete 
(with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 LT 

[56]  Declaration of Performance S3E S3E EKO+/EO.2 LP/I/01/21. Masonry element from aggregated 
concrete (with lightweight aggregates) in SYSTEM 3E EKO+ technology, category I. Type: EO/2 LP 
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